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Normal Power Voltage Readings
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Power Quality Readings
Customer: Sample Customer 9/1/2008

Facility: Sample Facility
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MJM Electric, Inc.
3225 East 4th Avenue, Tampa, FL 33605

PH (813) 248-1711  - FX (813) 247-5011
Safety and Quality are our Priorities

DATA COMMENTS
FREQUENCY 60

Readings show that phase voltages are within limits.  
Voltage can vary within 5% of normal voltage (120V).

A PHASE RMS 117.95

C PHASE RMS 117.83
B PHASE RMS 118.40

NEUTRAL RMS 0.38

B PHASE

C PHASE


