
Facility:

INFRARED REFERENCE PHOTO

Date Reference
09/01/08 1

Item Inspected:

Sample Facility

Image No. IO531-02 Notes:
Reference photo for use as comparison during 
future scans and testing.  No issues at this time.

Safety and  Quality are our Priorities

MJM Electric, Inc.
3225 East 4th Avenue, Tampa, FL  33605
PH (813) 248-1711  -  FX (813) 247-5011

Item ID / Description Location

Low Rise Fire Pump 5th FloorFire Pump Control Panel
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