
MJM Electric, Inc.
3225 East 4th Avenue, Tampa, FL  33605
PH (813) 248-1711  -  FX (813) 247-5011

Safety and Quality are our Priorities
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Problem Description Problem Solution

9/1/2008 4

Item Inspected Location Equipment ID

20Amp Recept.GFCI Receptacle
110Volt GFCI Duplex Recept.

Power & Control Panel

GFCI receptacle will not reset. De-energize and replace receptacle.

Digital Camera Image


